
a)^ART
Mr. John Grantham
State of Washington
Department of Ecology
Nuclear & Mixed Waste Program
P. O. Box 47600
Olympia, WA 98504-7600

Date: April 20, 1994

oi4w`i`)J

FLUOR DANIEL, INC.
D

Reference: Hanford Waste Vitrification Plant
DOE Contract DE-AC06-86RL10838
Fluor Contract 8457

Transaittal No.: WDOE-914

Dear Mr. Grantham:

TRANSMITTAL

We enclose-_3_copy of the items listed below. These are issued per US-DOE request.

Response due to Fluor: N/A
Responds to: A160 PACKAGE

NUMBER REV DATE TITLE

DCN - 0177 0 04/18/94 ADD LIMIT SWITCHES TO YV-SWX-714

"APPROVED FOR CONSTRUCTION"

Distribution:
R. L. Long: DOE-RL, w/0
TWP/AME Corresp Cntrl Cntr, MSIN AS-10
(A160 PACKAGE), w/0
P. Felise, WHC-RL (MSIN G6-06), w/1
En;,p#049qAta1 Data ManaQsment Center
(MSIN -iI6-08y, 1r/1
D. Duncan, US EPA, Region X, w/0
M.D. Talbot, WHC -w/0

RSP:JC:fpe

Very truly yours,

N^- Esh /19^L •
R.S. Poulter
Project Director

ppR 1994 ^
RECEtVED ^

EpIC ^,
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FLUOR UAidIEL DCN - 0177 REV 0 PAGE 1 OF 14

US DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

DCN TITLE

ADD LIMIT SWITCHES
TO YV-SWX-714

CHANGES INSTRUMENT TAG NUMBERS ON LP-500-007 AND ADDS LIMIT
SWITCHES TO CONTROL VALVE YV-SWX-714.

INSTRUMENT TAG NUMBERS WERE OMITTED FROM REV. 2 OF
SPECIFICATION AND PANEL LP-500-007. LIMIT SWITCHES ADDED SO
THAT INDICATOR LIGHTS WILL REFLECT ACTUAL VALVE POSITION
RATHER THAN CONTROL SWITCH POSITION ONLY.

FOR LIST OF AFFECTED DOCUMENTS, SEE SECTIONS 6 AND 7.

WAPA DWG/SPEC) 9 NO q YES
QUALITY LEVEL I DWG/SPEC7 NO q YES
SAFETY CLASS 1 OR 2 DWG/SPEC? ® NO 0 YES
SYSTEMS ANALYSES AFFECTED? 9 NO 0 YES
MULTI-DISCIPLINE CHANGE? q NO 19 YES

DCN Evaluated by: Systems

q Fleld Change Request
q Supplier Disposition

q Deficiency Report

q Design Development

q Change Request

q TBD/Hold

® Other TITLE III _
REVIEW -

Initiating Document(s)

REVIEWER COMMENTS
AND SIGNATURE/DATE.

IF "YES", ADDITIONAL
REVIEW REQUIRED BY:

i Others

Date

FORM REV. 09/23193
P.\9457\DCNS\ 04/15/94 1:17pm
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FLUOR DANIEL

US DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

REV DISCIPUNE

DCN - 0177 0 old. Sys.

PREPARED aY: M. Weimer

DISCIPIJNE ENGINEER: J. Bunning

PKG. NO. PAGE

A160 2

Dde: 03/03/94

NUMBER PAGE NO DOCUMENT NAME Y N

B-595-C-A160- 15 2 Mechanical Site Utilities Y

17801 Instrumentation

19 2 Y

H-2-121660 1 1 LP-500-007 Y
Instrument Panel Layout

B-595-C-A160- General Instrument
17704 Installation and Testing

Attachment B 5 2 (installation Index) Y

Attachment C 4 2 (Engineering Index) Y

H-2-121203 1 1 Instrument Location Plan Y
Building 20

This secBon nferences affected ftems such as P&IDs or eslculaUone/anelysss, but they are generally not included in DCN package.

DOCUMENT SHT/ REV
NUMBER PAGE NO DOCUMENT NAME DESCRIPTION OF CHANGE

H-2-123358 2 9 P&ID System 50 Fire and Added limit switches and lights to YV-SWX-714.
Process Water Storage

Date: 03/03/94

Added limit switches to YV-SWX-714.

Added limit switches to YV-SWX-714.

Revised instrument tag numbers.

Added limit switches and lights to
YV-SWX-714.

Added limit switches and lights to
WSWX714.

Added limit switches.

FORM REV. 08/23/93
P18457\DCNS\177•2 03/10/94 8:40am



FLUOR D.ANIEL
REV DISaPUNE

US DEPARTMENT OF ENERGY
DCN - 0177 0 Electrical

HANFORD WASTE VITRIFICATION PLANT

PREPARED BY. M. Welmer

DESIGN CHANGE NOTICE
DISCIPLINE ENGINEER: K. Srivastava

H-2-122087

H-2-122100

B-595-C-A160-
16111

(Attachment A)

16111
(Attachment A)

PKG. NO. PAGE

A160 3

Daa: 03/30/94

Date: 03/30/94

PAGE NO DOCUMENT NAME Y N DESCRIPTION OF CHANGE _

1 1 Instrument Conduit Y Added conduit & cable for Umit
Routing Plan Switches ZSL/H-SWX-714

3 0 Electrical Connection Y Added conduit & cable for Limit
Diagram LP-500-007 Switches ZSL/H-SWX-714

7 2 Raceway Schedule Y Added conduits from LP-500-007 to
ZSL/HSWX714

5 2 Cable Schedule Y Added cables from LP-500-007 to
ZSLJHSWX-714

This section references affected Rems such as PSIDs or calculations/analysee, but they are

DOCUMENT SHT/ REV
NUMBER PAGE NO DOCUMENT NAME

N/k

not included in DCN

FORM REV. 09/23/83

PA8457TDCNS1177J 06/05/941:0epm



;dake the o 1oY+^^ ^l ition to Specification B-595-C-A160-17801,
Paragraph 2.13.1. :

YYI+-o"p C^-^1 L^i ru3 ^atv^e
N 11is

.Da,.

WWAR ^+'tmlw^+iimui'11
Y41s+z

f^t-:^Si ^tu^i 51±#te^r ^i:ae^^ ^ ^:;., ::.:.:: .:...... ::.:. . ...:. .. .
!!NClT

....... _._.... ..... .
pPpT

PV-RWX- 005 On-Off Control Valve Yes Water 10 in., 150
lbs. F.F.
Flan ge

PY-RWX- 005 Solenoid Valve ( Pilot - IAS -
Valve )

ZSL-RWX- 005 Limit Switch (Low)- - - -
DPDT

ZSH-RWX- 005 Limit Switch ( High) - - - -
DPDT

YV- On-Off Control Valve No Water 4 in., 150
SWX-714 lbs. F.F.

Flange

YY- Solenoid Valve (Pilot - IAS
SWX-714 Valve )

2SL SY1%,714 [iaft Switcb ^Lov^J
ppp'C

25N Sti)f7i4. t'^aafi" S^+fi^R ^H{0 ^;
ifPOt

.

Dcrl-oi'7 '7
REV.o
c H^.NGE

FLUOR DANIEL U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICE
HANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE BASE DOC. NO. B-595-C-A180-17801

Add Limit Switches to YV-SWX714 sNriPO. 15 REV 2

DISCIPLINE: Control Systems

PREPARED BY.^ M. Weimer DATE: 03/03/94 REV PAGE

DISCIPLINE ENGINEER: J. Bunning DATE: 03/03/94 DGN - 0177
0

1

FORM REV. 09/23/93
P:\6457\DC14S\1T7-3 03/09i84 9:05am



Make tlle;faT'}p^tiO0+bdditions to Specification B-595-C-A160-17801,
ParaqraDh 2.14'4 4:1:

PV-RWX-005 ZSL-RWX-005

PV-RWX-005 ZSH-RWX-005

^'V-^^rk-7'14 ^SL 5WX-71^4
VY-SWX414

Dc^J-oi77
R6v- o

CHArJ4E

FLUOR DANIEL U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICE
HANFORD WASTE VITRIFICATION PLANT

DESCRIPIION OF CHANGE BASE DOC. NO. 84%5-C-A160-17801

Add Limit Switches to YV-SWX-714 s,RIPO 19 REV 2

DisaPUNE: Control Systems

PREPARED BY. Maggie Weimer DArE: 03/03/94 REV PAGE

DISCIPLINE ENGINEER: J. Bunning

D

ATE: 03/03/94 DCN - 0177 0

FORM REV. 09123/83
P:%457\DCNSy177I 03/09/94 9:02am



^^k ZCI1-0177 kEV.o ^i^+4E lo

I FIRE WATER TANK MAKEUP VALVE

L-SWX-7 XL-SWX-714 ZAH-SWX-71

•

DCN-0177
RLr V. 0
c NA"£

---(D
(TYP)

SEE NOTE 4
(TYP)

FLUOR DANIEL HANFORD WASTEMVTRIFDICATON
ENERGY DESIGN CHANGE NOTICE

DESCRIPTION OF CHANGE :
CHANGED INSTRUMENT TAG

9ASE DOC. ND. H-2-121660

NUMBERS AS SHOWN Sf+r/PC. I REV. I
ON PANEL LP-500-007 CR NO.

DISCIPLINE: CONTROL SYS
PREPARED BY: DATE: y t/(i

7

REV. PAGE

•DISCIPLINE ENGINEER: DATE: ^y DCN- 0177 0
6Oj

ACAD 3/9/94



O.S. DEPARTNENT Of ENERGf
NANfORO WISTE 1IITRIIIICATId1 PLANT
RICNLAND, YASNINGTOII
DOE CONTRACT DE-AC06-861U.10630

D•OIRECT
E•ELECTRICRL
P=PROCESS PIPING
C•COINIINATION

INSTAUATIdI IIRIER
SPECIfICATION SECTIOI 1770i, ATTACNNENT R

09/07/93

PQID
REV

(NED)
INSTRLRN:NT PNL S. RACK INSTL LOCIITIOM

IMC7AlUTION ASSEMBLIES ELECIRICAL
TEST

I

NOTES

BDG RN NENNIER fNT TAG NUNNER TTPE PLAN DYG PROCESS PNEUMATIC IAS SiNPORT INSTL ASST PRESS

2 20 14335D 02 1WSIRI-714 NA P 121203 • -• --• --- ••' •'•

2 20 •- 123350 02 TT-SIDI•716 NA C 121203 •-- --- 121423/4 •-- NOT

2 21 -• 1iE3350 03 PI•Rllll•039 NA P 121204 121422/3 -•- -•• -•• "•

2 21 -• 1iM56 03 fOL-RIIR-040 LP-500•00DA E 121204 --• ••• -•- -•- •••

2 21 •- IiL3358 03 POSN-RIAh040 NA C 121204 121424/1 --- -•- 1213110/2 R02

2 21 •• 1R335e 03 PV-RVR-040 NA C 121201 -•- --- -•. -•- NOT

2 21 -- 11t335e 03 NS•RYR•043-1 LP-500•OOtA E 121204 •- • -•- -•• ••- ...

2 21 •- Utll5e 03 IT-RqR-043-t E 121204 - -- ... ••• '-- ••'

2 21 -• 123358 03 RS-RNN-043-1 E 121204 •-• --• --- ••- •'•

2 21 •• 1123356 03 TC-RIRF04.3-1 LP•500-00tA E 121204 -•- --- -•• ••• "•

2 21 •• 1233SD 03 NS•211I1•043-2 LP-500-0019 E 121204 •-- •-- ••• '•' -"

2 21 •• 112315! 03 IT-RYA-043-2 LP-500•0018 E 121204 •-• •° --• ••• '°

2 21 -- 123358 03 RR-RYR•063-2 LP-S00-0019 E 121204 •-• °• •-• '-• "•

2 21 -- 123356 03 TC-RWI-043-2 E 121204 •-- -•• ••• •° "'

2 21 •- 123358 03 I1-RMF0L3Ry1 E 121201 --- ••- ^• '•' "'

2 21 -- 1123358 03 11-RNI-0431•2 LP-500-0016 E 121204 -•- •-• ^• '^ '•'

2 21 -• 123358 03 H-RK•064-1 IIA P 12120i 121422/3 --• --• '•• -"

2 21 •- 123358 03 NA ► 121204 121422/3 - -• ^• ••• -'-

2 21 -- 123358 03 TC-RYR-069 LP-S00-0019 E 121204 --- --• • •• •^ ---

2 21 -- 1233S! 03 W-RNR-049 NA 0 121204 •-- •^ -•• '^ -"

2 21 •• 123358 03 Tf-R10f-049 N11 C 121204 • -• •-- 121423/6 ••- NOT

2 21 •- 1233SD 03 ZSN-RYII-069 NA E 121204 - -- --• --• --- R13

2 21 •• 123358 03 2SL-RNII-O49 NA E 121204 -- - --- --• -•' Y/ZSN

^•0 n1
2 21 •• 123350 03 PSL•RYO-051 NA C 121206 121422/2 •-• --- 1213E0/3 102

REV O 3 20 •- 123356 04 LIT-FIIK•501•1 NA C 12t205 121423/S •-• ••- •-• X03

CWA"F 1^ 2D_--- 123358 06 LIT-FWX-501-2 MA C 121205 121423/S --- --• ••• X03

165

165

16S

165

165

2

2

2

2

2

2

2

2

2

2

2

2

3

3

3

'

-0
cs-°

^



O.S. DEFARTNENT OF ENERGY
NANFGRD WASTE VITRIFICATIa
RICNLAND, WISNINGTON
DOE CONTRACT DE-AC06•06RL100M

ENGINEERING INSTRIREIIT INDEQ
SPECIFLCATION SECTION 177%, ATTACNIIENT C

09/21/93

NUIIOER SNT SQSI iA^GER I
SERVICE DESCRIPTION I DCS I ONL t RACK I FrI ^ I S^C I CNST I C1lS I LOIMLLI MVA I INStRtEENT

123358 02 3 PI•FVN-36A FIRE WATER NEATER PIMi DISCHARGE N NA 20 •• 171001 A160 A160 2 N PRESS GAUEE

123358 02 3 NS-FNR-367 FLOE WATER TANK NEATER N LP-500•006 20 •- 1SS0S A160 A160 2 N RAND SVtTCiI

123350 02 3 JIC-FIK•367 FIRE WATER TANK NEATER N 20 •- 1SSOS A160 A160 2 N ELECT F{R COIR

12335E 02 3 TE•FVX•367 FIRE WATER TANK NEATER N NA 20 • • . 15505 A160 A1A0 2 N RTO

123358 02 3 TIC-HOF36? FIRE IRITER TAMC NEATER N 20 -- 15505 A160 A160 2 R ELECT CORiROL

123358 02 3 TC-FWI-367 FIRE WATER TARK NEATER N LF-S00-006 20 •- 15505 A160 A160 2 / SOFT

123358 02 3 TM-F19-36! FIRE WATER TANK NEATER qITLET N 20 17001 A160 A1A0 2 R TEq ALANN N101

123358 02 3 TSN-F10!•360 FIRE WATER TANK NEATER ONTLET N NA 20 •- 17E01 A160 A160 2 R TERP SNITC# NtGN

123350 02 3 TV-F1RF360 FIRE WATER TANE NEATER OUTLET N NA 20 •- 170D1 A160 A160 2 N TNERNOVELt

123358 02 3 FSL-FIOf-369 FIRE WATER TANK NEATER OIRLET N NA 20 -- 17E01 A160 A160 2 R FLOY SN

123358 02 3 FIRE WATER TANK NEATER OUTLET N NA 20 •- 17A01 A160 A160 2 N RELIEF VALVE

123350 02 3 TI-FVAF371 FIRE INTER TANK NEATER OUTLET N NA 20 17801 A160 Al" 2 N iND.

123350 02 3 TN-FYN-371 FIRE WATER TANK NEATER QITLET N NA 20 •- 17001 A160 A160 2 N TNERNONELL

123358 02 3 NS-FIOf-303 JOCKEY NRi N 20 •• 1SS40 A160 A160 2 R RAND WITCN

1233SD 02 3 TC-NR-303 JOCEET FIRP DISCIIARGE N LF-500-006 20 •- 1SS40 A160 A160 2 N KC SOFT

123358 02 3 JOCCEY RRO DISCNARGE N NA 20 • • 17001 A160 A160 2 R PRESS GAUGE

123358 02 3 JOCCEt PIRV DISCRARGE N LP-500-001 20 •• 1SS40 A160 A160 2 N PRESS. ALARN NIG11

123358 02 3 JOCEEf FW DISCNARGE N NA 20 •• 17001 A160 A160 2 N PRESS RNITCN NIGI

123358 02 3 PSL-FYF300 JOIxEt F1Ri DtSCNARGE I NA 20 -• 17001 A160 A160 2 R PRESS 1N0ICATOR

123358 02 3 JOCRE'! F1Ri DISCNARGE N LP-500-004 20 •• 15540 A160 A160 2 N PRESS AIARN LOU

123358 02 3 FE•Si0F711 FIRE WATER STORAGE TANE NARE UF R NA 20 -- 171101 A160 A160 2 R

123350 02 3 FIT•S1111•711 FIRE INITER STOIGGE TANE NARE w I NA 20 - • 17d01 A160 A160 2 1 OP IND 1FIIR

123358 02 3 FI-SVA-71TR FIRE WATER STORAGE TANK IIARE N 20 -- 17A01 A160 A160 2 R FIT•SOR•711A

-0177Dea
123358 02 3 NS-SN1F714 FIRE WATER STORAGE TANK NAKE N LF-S00•007 20 -- 17E01 A160 A160 2 R NAIRI SNITCR •

123358 02 3 tc-SNR-714 FIRE WATER STORAGE TANK NARE IP N 20 •• 17E01 A160 A160 2 N SOiT

`gAoQE 123350 02 3 TV-Slllf-714 FIRE WATER STORAGE TANK IIARE 1A N NA 20 - • 17C01 A160 A160 2 N N/F CONTROL VALVE

8 02

3 tT•SVN-714 FIRE INTER STORAGE iANE NARE UF M NA 20 •• 17A01 A160A 2̂ N SOl tIIOT

>

It3358o2 ^ sr('t14 Flle OWX ^EA[tuA lP-Seo-w1 te -- I7b1 ^IGe AKo 2 N iSLl^Salx-71L

Issass es 1 s3=IKWt'tl^ CLItE uhRR sfbliKi r1WK rNlt IP ^
^ oo9

1e ^ 1]901
1• ... 1 7E01 /LL^^

AI^ L N
L N

^V 4w1rsw17sF1
tSR.-SWx-7F4., ..... , .+ w 7A -sidr-11 r/ef uA•FOE- s1MrAbe_ ^Axt I LP^50e. AE.e



9!°a13 3 5s,.a 4 C9 1 6
DCN'- 0 I7 7 -4E41 0 iIA65 'If

00=005A EL 715'-6

2-^ $

2
^COLUMNS TYPZ H

DCN-0177
EEv o
C HArJ yE

FLUOR DANIEL U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICEHANFORD WASTE VITRIFICATION PLANT

OF CHANGE:

ADDED LIMIT SWITCHES
ZSH/ZSL-SWX-714

BASE DDC. NO. H-2-121203

SHT/PG. 1 REV. 1

CR NO.

uxirune:
CONTROL SYS

PREPARED BY: / /. /^ IDATE: L.^/S(!^v I REV. PAGE

DISCIPLINE ENGINEER:'`^

K/Lw^-

DATE:DyJ/
DCN- 0 1 77 0^ ]

ACAD 3T/y9/91



CDNIINUED ON
PACE

Ewx-nl

SEE NOTE

DCN-0177

Ewx-01

FwX-006

SL^
FWx-OO6A

SL
Fwx-C^FB

DCN-0161
LIT

x Fwx-COt

7-
B10B /

B
^ 955C U"

p

sEE rWTE

A
salo 'L

..TFWx-004
X

080A
Sll^

FWXv005

;/--BB

1 PROVIDE CONGUIT SUPPORi
(TYP)

EL 711'-0"

2

A--_---_--
Tr:-500-001---

_------

H 801C I

SLH^ ^

q 8 EL 711-0"

x-50' 955H
DCN-0 1 61

L_^"

^^DCN-0161

503 12Y08°-Y

(SEE NOTE 4)
(rrP)

Hi
z-^^

swx-71e

ZSLI
SWx-713

DCr:-0177
^FLUOR DANIEL

DEPARTMENT OF ENERGYU.S.
HANFORD WASTE VITRIFICATON PLANT DESIGN CHANGE NOTICE

DESCRIPTION OF CHANCE.

ADDED LIMIT SWITCHES
DASE DOC. NO, H-2-122087

ZSH/ZSL-SWX-714 5"TiP°. i R.
CR no.

ELECTRICAL

DCN-0177 0

HS



9 ;,13^5 81 .i:i'it:]

FSL

FWX-369 B
TE

FWX-367 B 0801A PSH

PSL ^ FWX-337
0 03038FWX-38800
^ SH

f

/-

B ' /
3 j

0803
N. 42344-0(REF) /

A 0303A

^ DCN 0161--^o^ssA "r-soo=ool

A 0802A
OOI EAST AEATDATU VI

0601 ^ B A B

03B138
B 080 001 0801B ^ ^3C

0813 PX-500-003 l °X-50 0- 004 0302
LP-500-007 ----- A ^--^ A

14"-2 ^12 87 ^ 0^ 50 1A - 0802C-
CONTINUED ON DNG
H-2-122088 SH i B

DCN 01 61 B 0805
oes7

^ 0957 CONTINUED FROM
955 PAGE

DCN-0177 \-DCN-0161

122087
2 U.S. D`=RT,'.Er;i o^ -Pc^ GESIGN CHANGE NOTIC^FLUOR DANIEL HANFORO WASTE VITRIFICATiON PLANT

DESCRIPTION OF CHANCE

ADDED LIMIT SWITCHES
BASE DOC. N0. H-2-122087

ZSH/ZSL-SWX-714 SRriPC. 1 REV.1
CR NO,

DISCIPLINE ELECTRICAL
PREPARED B^. DATE^^A aE. P'

DISCIPLINE ENQNEER- DArEA ^T. DCN-0177 0

,^ I` A I'^s ..,



95i5558_54^??

LP-500-007
(FlRE WATER PUMP HOUSE)

SEC MO]E I (T9 )

81 B1

1 SE E Mq 3 ( hP)

.
)-90]]

n Bv
I ^ B]B11

Bx 2

J AO8^5 ]

5^^^ E BGBN
BB]

sEE Morz DCN-0161 7

M M9 60.918 y ] PI

20

9A

35

^ls
.

I
TO 4PJUrvE

iES W

HOLD NO
HWP-FD
DCN-G16

DCN-ots1

B^

151

W tLUUK UANItL HANFURD-WASTE VITRIFICATICN PLANT

ADDED LIMIT SWITCHES
ZSH/ZSL-SWX-714

PREPARED Bi:

ENGINEER

DESIGN CHANGE NOTICE

aa;E Duc. No H-2-122100

SH!/PC. J RE'/. 0

CR Nc.

°i""PUNE.
ELECTRICAL

R P.GE

DCN-0177

NS
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O.S. M ENEROt
Nnt! Vitrification Ilr+t
RiMIRnd, NMRNIMtun
DOE Contract OE-ACOA-NORLIONN
Rev. 2

Electrical RNeww SdedulN for N,wERr A160

A1tAtIMEN1 A
SECt10N 16111
7 OF 17

ELUOR OANtEt, INC.
AMrnNd lechneluRr Division

iluor Contract O07
11/10/93

REY OLOG RACENI
NO

FOR ERON IO RACLIAN DATA INCLLNEED CAOIE NOR.
NO. 00. .

EWIPNENI VLAN INIERIAI
MIRINER DRAWING NDNOEI DRANINfi SIZE tt/E OF

ON LGCAIIDN OR LGCAtION CONSM

2 21 50902A D06T1 0-2-122087-2 009021,80902 5-2-122087-2 3/4" COND INC 00900

2

I2

I2

I2

I2

2

I2

I2

(2

21 509020 CONiR I 50902,90902A 1-2-122087-2

21 I 00903 ( CbNTR TN-21-61 ( 11-2-122017-2

21 NOOD311 CGNiN I LSl/11-0401-402 N-2-122087-2

21 N0903N CONiR 209Dlq N-2-122087-2

21 00907C I CONiR 909031 1-2-122007-2

23 00950 CCNTR N093011,N09501 N-2-122007-2

23 I 11095114' I CONiR I/0950/C N-2-122067-2

23 N09SON CDNiR 500304 ( 5-2-122007-2

23 I 1109550C tpN7R N09S0/A N-2-122087-2

23 I NOOSOD I CGNiR I 110950C I N-2-122087-2

1t-21-N1

1090311

ND903C

I LE-DRN-t02

n•u-A/Nt

N09SM

I .. RINI DD^
I N0950D

2 23 ^ 009f11% CDNEN ^ tSLAbONN-601, I N-2-122DN7-2 ^ ND931N
tSNN-DRR-601

^ 2 I 23 ( 107315 ^ CDREN I 50431A I N-2-122007-2 110951C

I 11-2-122087-2 1" I CoO INC N0902,N090N

11-2•122007-2 1-1/2" I CDIO I INC I N0910,00011,N001

11-2-122067-2 314" C010 fLEN 0913

01-2•1220117-2 I 3/4" CpNI INC I N0913

N-2•122007-2 3/4" I COINI fLEt 90913

0-2-1220N7-2 1-1/2" COI! INC tW931,/0935

N4-1220N7-2 3/4" ( t101O iNC -I N09fS '

N-2•1220N7-2 3/4" t^ fLEN I•N09SS •

N-2-1220/7 3/A" CONO INC 009lE, •

I 11-2-1220117-2 3/4" COND I iLEX I DtqSE •

11-2-122007-2 ^ 1/2" ^ CDND ^ nEN DoM

I N-2-122087-2 3/4" CONO I INC NWS/

^ 2 f- 20 1 C0031 1 UN I NII-Cr -T N-2-122004 ^ NLDG 20 ^ N-2-1220114

I 2 I' 20 I C0032 I rA I NN-C1 I N-2-122084 nD0 20 I N-2-12200L

.^ A160-16111
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